
During	our	 semi-annual	walkthrough,	a	suspicious	growth	was	located	on	 the	ceiling	of	
the	storage	closet	off	Room	95.	HCPSS	is	aware	and	responding.

Discoloration	 was	found	along	the	wall	and	ceiling	- the	material	running	 down	the	wall	was	not	mold,	
but	product	 from	roof	replacement	 or	construction.	 The	speckled	pattern	on	the	upper	steel	beam	was	
suspect	mold.	The	staining	was	cleaned	and	disinfected	 using	custodial	 product	 Q128	(EPA	registered).	

The	cause	appears	to	be	thermal	surface	differential	 (metal	conducting/influenced	 by	outdoor	 air	
temperature/draft	 and	the	indoor	 temperature	 forming	condensate).	It	is	undetermined	 if	past	(during	

construction)	 or	present.	A	work	team	will	 continue	 to	evaluate	but	no	current	 growth	identified.
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